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Use of Non-SI Units in a Non-NIST Publication 

It is the policy of the National Institute of Standards and Technology to use the 

International System of Units (metric units) in all of its publications. However, in North 

America in the HVAC&R industry, certain non-SI units are so widely used instead of SI 

units that it is more practical and less confusing to include measurement values for 

customary units only in figures and tables describing system performance. 



EXECUTIVE SUMMARY 

The main goal of this study was to investigate performance of an R410A air conditioner 

relative to an R22 air conditioner, with specific interest in performance at high ambient 

temperatures at which the condenser of the R410A system may operate above the critical 

point. The study comprised experimental and modeling efforts. 

Within the experimental part of the study we tested split system 3-ton R22 and R410A 

residential air conditioners. The selected systems comprised identical evaporators and 

condensers, respectively, and were equipped with thermostatic expansion valves ("XVs). 

We tested the R22 air conditioner in the 82.0 "F to 135.0 "F (27.8 "C to 57.2 "C) outdoor 

temperature range. We planned the same range of ambient temperatures for the R410A 

system, however, the R410A compressor's safety system cut off the compressor at 

135.0 O F  (57.2 "C) outdoor temperature, and the 130.0 "F (54.4 "C) test was the highest 

temperature at which measurements were taken with the original R410A compressor. 

Subsequently, a custom-manufactured R4 1OA compressor was installed in which the 

safety system was disabled and the electric motor was more powerful than in the original 

compressor. With this new compressor, we took data at up to 155.0 "F (68.3 "C) ambient 

temperature, at which the system operated in a transcritical mode. 

The R22 and R410A systems operated normally during all tests, and visual observations 

of the R410A system provided no indication of vibrations or TXV hunting at high 

ambient temperatures with compressor discharge in the transcritical regime. The tests 

showed that capacity and energy efficiency ratio (EER) for both systems were nearly 
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linearly dependent on the ambient temperature, with the performance degradation of the 

R410A air conditioner being greater than that for the R22 air conditioner. The R22 and 

R410A systems had a similar capacity and EER at the 82.0 OF (27.8 "C) rating point, but 

the R22 air conditioner was a better performing system at higher temperatures. The 

report contains a description of the test facility, test procedures, and detailed test results. 

The modeling part of this project provided a thrust for the final stage of preparing a beta 

version of EVAP-COND, a windows-based simulation package for predicting 

performance of finned-tube evaporators and condensers. Both the evaporator and 

condenser models can account for one-dimensional non-uniform air distributions and 

interaction between the air and refrigerant distributions. The visual interface helps with 

specifying tube-by-tube refrigerant circuitry and analyzing detailed simulation results on 

a tube-by-tube basis. This feature facilitates designing optimized heat exchangers. Ten 

refrigerant and refrigerant mixtures are available. EVAP-COND uses REFPROP6 

(McLinden et al., 1998) routines for calculating refrigerant properties. 

The modeling part of this study also included formulation of a model for a TXV- 

equipped air-conditioner, which was then used to simulate performance of R22, R410A, 

R404A, and R134a air conditioners. The model uses the EVAP-COND evaporator and 

condenser models, and simulates the compressor using a compressor map algorithm. The 

same as for EVAP-COND, the air conditioner model is REFPROP6-compatible and 

technically can include any refrigerant and refrigerant mixture that is covered by 

REFTROP6. We validated the system model and performed simulations for the four 
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refrigerants for the 82.0 O F  to 135.0 O F  (27.8 "C to 57.2 "C) outdoor temperature range 

using the same heat exchangers that were tested with R22 and R410A systems. The 

simulations results are consistent with the test results obtained for R22 and R410A and 

can be explained in terms of refrigerant thermophysical properties and their impact on 

performance in a system with non-optimized heat exchangers. 

... 
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NOMENCLATURE 

Af 

A , ~  

Ap 
COP = coefficient of performance 

Cond = condenser 

C,, 
DP 

EER 

Evap = evaporator 

hi 

hl 

hpf 

= finned surface area (ft2) 

= pipe mean surface area (ft2> 

= pipe outside surface area (ft2) 

= specific heat at constant pressure for air (Btu/(lb."F)) 

= pressure drop (inches of water gage) 

= energy efficiency ratio (BtuNh) 

= inside-tube heat-transfer coefficient (Btu/(ft2.ha0F)) 

= heat-transfer coefficient for condensate (frost) layer (Btu/(ft2.haoF)) 

= heat-transfer coefficient for tube/fin contact (Btu/(ft2-h-"F)) 

= air-side heat transfer coefficient (Btu/(ft2.hmoF)) 

K = material thermal conductivity (Btu/(ft.h."F)) 

m, = air mass flow rate (lbh) 

NTU = number of transfer units (non-dimensional) 

P = pressure (psi) 

P ~ t  = critical pressure (psia) 

Q =capacity (Btu/h) 

rmass = refrigerant mass flow rate (lbh) 

SEER = seasonal energy efficiency ratio (Btu/Wh) 

S = entropy (Btu/(lb-"F)) 

T = temperature (OF) 

Tcfit = critical temperature ( O F )  

T,,, = saturation temperature ( O F )  

Tsup = superheat (OF) 

TXV = thermostatic expansion valve 

UA = heat-transfer conductance (Btu/(h-"F)) 

XP = thickness of the tube wall (ft) 



a = ifgw(oa - wJ(Cpd'L - TWN 

E = heat-transfer effectiveness (fraction) 

9 = fin efficiency (fraction) 

ai 
oa0 
of,,, 

= humidity ratio of air at tube inlet (1bw/lbn,w) 

= humidity ratio of air at tube outlet (lbw/lb%w) 

= humidity ratio of saturated air at mean temperature of condensate wetting 

= humidity ratio of saturated air at temperature of condensate wetting the tube 

the fin (lbw/lb,,dry) 

all 

Subscripts 

a = air 

0 = outside 

P = pipe 

sat = saturated 

vol = volumetric 

(lbw/lba.dry) 

W = water 
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1. SCOPE OF THE STUDY 

In September 1999, the Working Fluids Subcommittee of the ARTI-21CR program 

identified R410A performance at high temperatures to be a very high research priority. 

Consequently, a research project was arranged covering broad research needs related to 

application of R410A in unitary equipment. The three distinct tasks were formulated and 

assigned to three research teams as follows: 

Task 1. Refrigerant Property Measurements and Modeling 

Principal Investigator: Dr. Mark 0. McLinden 

Physical and Chemical Properties Division 

National Institute of Standard and Technology 

Project Number: ARTI-21CR/605-50010-01-Pt. 1 

This task encompassed selected property measurements for R125 and R410A. These new 

data and additional literature data would provide a basis for further improvement of 

REFPROP’S robustness and predictions for R410A. 

Task 2. Air Conditioner and System Study 

Principal Investigator: Dr. Piotr. A. Domanski 

Building Environment Division 

National Institute of Standards and Technology 

Project Number: ARTI-21CR/605-5001O-Ol-Pt. 2 

This task consisted of experimental and modeling parts. The experimental part included 

laboratory tests of R22 and R410A units at a wide range of ambient temperatures. The 

specific interest in high ambient temperatures was due to the low critical temperature of 

R410A, which may results in transcritical operation of the R410A system on extremely 
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hot summer days. The tests were to allow performance comparison of R22 and R410A 

systems and to observe operation of the R410A system while working in the transcritical 

cycle regime. 

The modeling part of Task 2 included (1) development of REFPROP6-based models for 

finned-tube evaporators and condensers, EVAPS and COND5, (2) implementation of 

these simulation models into a user-friendly EVAP-COND simulation package, and 

(3) simulations of R22, R410A, R134a, and R404A systems at typical and elevated 

ambient temperatures for performance comparison using a reactivated NIST heat pump 

simulation model. 

Task 3. Modeling, Validation, and Analysis of Sub- and Transcritical Performance of 

R4 1OA Under Extreme Air Conditioning Conditions 

Principal Investigator: Dr. C. Keith Rice 

Oak Ridge National Laboratory 

Project Number: ARTI-21CR/605-50015-01 

Task 3 stipulated detailed validating/calibrating of the DOWORNL Heat Pump Model 

against the test data obtained at NIST under Task 2. 

This document covers the work carried out under Task 2. Task 1 and Task 3 are covered 

by separate reports. 

2 



2. IMPACT OF ELEVATED AMBIENT TEMPERATURES ON CAPACITY 
AND ENERGY INPUT TO A VAPOR COMPRESSION SYSTEM - 
LITERATURE REVIEW* 

2.1 Theoretical Background 

Operation of a system at elevated ambient temperatures inherently results in a lower 

coefficient of performance (COP). This conclusion comes directly from examining the 

Carnot cycle. The COP relation, COP=Te,,d(T,,d-TeyBp) indicates that the COP 

decreases when the condenser temperature increases at a constant evaporation 

temperature. This theoretical indication derived from the reversible cycle is valid for all 

refrigerants. For refrigerants operating in the vapor compression cycle, the COP 

degradation is greater than that for the Carnot cycle and varies among fluids. 

The two most influential fundamental thermodynamic properties affecting refrigerant 

performance in the vapor compression cycle are refrigerant's critical temperature and 

molar heat capacity. (e.g., McLinden, 1987, Domanski, 1999). For a given application, a 

fluid with a lower critical temperature will tend to have a higher volumetric capacity 

(Qvol) and a lower coefficient of performance (COP). The difference between COPS is 

related to different levels of irreversibility because of the superheated vapor horn and the 

throttling process, as shown conceptually in Figure 2.1. The levels of irreversibility vary 

with operating temperatures because the slopes of the saturated liquid and vapor lines 

change, particularly when approaching the critical point. 

* Authored by S.Y. Motta and P.A. Domanski, this section was submitted to ARTI as a letter report in 
August 2000. 
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Refrigerants with a low critical temperature have a high pressure, a low drop of saturation 

temperature for a given pressure drop, and a low 
f 

condenser-to-evaporator pressure ratio. These 
U 

G properties offer some advantages, which can be U 

exploited in a real system for the betterment of its P 
a 

performance. Some researchers reported that a low 1 

b high Tu 4 low pressure 
T 

r 
ENTROPY 

pressure ratio promotes an improved compressor low Tu 4 high pressure t 
W isentropic efficiency (e.g., Rieberer and Halozan, a 
$ 

1998). The low drop of refrigerant saturation W E 
z 
W c temperature for a given pressure drop (dT/dPlsat) 

COP /qQP 
I 

allows designing heat exchangers with a high ENTROPY 

refrigerant mass flux, which promotes an improved 

refrigerant-side heat transfer coefficient. performance 

Figure 2.1 Impact of critical 
temperature on system 

The condenser temperature increases at elevated ambient temperatures, which causes 

changes in refrigerant transport properties. These changes do not override the 

thermodynamic consideration, but they should be noted to foster complete understanding 

of the phenomena involved. The changes of liquid viscosity, conductivity, and heat 

capacity are smooth and favorable while approching the critical temperature (viscosity 

decreases, conductivity and heat capacity increase). In the supercritical region, density 

has a smooth transition above the critical point, but specific heat has a pronounced peak, 

as Figure 2.2 shows for R410A (Bullock, 1999). This trend in the neighborhood of the 

critical point is typical for all fluids as has been recently presented for carbon dioxide in 

several studies (e.g., Olson, 1999 who showed that conductivity and viscosity have a 
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smooth transition as well). Because of the abrupt change in specific heat (Figure 2.2), the 

heat transfer coefficient at constant pressure (Figure 2.3) has a peak while approaching 

the critical temperature. 

50 100 150 200 250 300 350 

Temperature ( O F )  

Figure 2.2 Refrigerant specific heat versus temperature and pressure: R410A 
(Bullock, 1999) 
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60 100 150 200 250 a00 950 
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Figure 2.3 Refrigerant pressure drop and convection heat-transfer coefficient 
for supercritical flow of R410A (Bullock, 1999) 
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2.2 Literature Review 

We were able to locate only a few publications concerned with air conditioner operation 

at elevated temperatures. They are reported here along with two seminar presentations 

made during the ASHRAE summer meeting in 1999. LeRoy et al. (1997) investigated 

capacity and power demands of R22 unitary systems under extreme operating conditions. 

The main goal of the study was to validate performance predictions of three public- 

domain heat pump simulation models. The authors used data of ten systems from tests at 

the 95.0 "F (35.0 "C) rating point and at higher outdoor temperatures. Three of these 

systems were tested at 1 15.0 "F (46.1 "C) and another three at 125.0 OF (5 1.7 "C) with the 

same indoor conditions of 80.0 "F (26.7 "C) dry-bulb and 67.0 "F (19.4 "C) wet-bulb 

temperature. The reported decrease in capacity at 1 15.0 "F (46.1 "C) was in the 14 % to 

19 % range while the decrease in the energy efficiency ratio (EER) was in the 24 % to 

41 % range. At 120.0 "F (48.9 "C), the capacity and EER decreases were within the 

11 % to 20 % range and 34 % to 39 % range, respectively. These data indicate that 

performance degradation at high ambient temperature varies significantly from one 

system to another. 

Chin and Spatz (1999) explored some of the advantages and disadvantages of R410A use 

in air conditioning systems. They used compressor performance data and a heat pump 

simulation model to compare R22 and R410A. In this study, they also performed heat 

exchanger optimization to exploit the favorable thermophysical properties of R4 10A. 

The authors reviewed experimental heat transfer and pressure drop data for R22 and 

R410A in evaporation and condensation processes. Figure 2.4 helps to explain the 

authors' findings. As a reference, they used the R22 pressure drop and saturation 
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temperature drop at a mass flux of 147158 lb/(h.ft2) (200 kg/(s-m2)). For these conditions, 

R410A requires a mass flux of 206022 lb/(h.ft2) (280 kg/(s.m2)) to match the R22 

pressure drop and a mass flux of 250170 lb/(h.ft2) (340 kg/(s.m2)) to match the R22 drop 

in saturation temperature. If the R410A mass flux is selected to match the R22 drop in 

saturation temperature, R410A will have a 55 % higher heat transfer coefficient than 

R22. 

goo0 

- 
Q 

0 

100 160 B O  a00 360 400 480 600 
1 

Mass Flux (kg/(s m2) 

Figure 2.4 Heat transfer - evaporation (Spatz, 2000) 



Table 2.1 Capacity and COP of R22 and R410A systems as function of outdoor 
temperature (Chin and Spatz, 1999) 

Ambient Air 

Temperature 

Capacity 

(kW) 

COP 

28 O C  35 "C 46 "C 52 "C 57 "C 

(82°F) (95°F) (115°F) (125OF) (135OF) 

R22 12.84 1 1.98 10.63 9.95 9.32 

R4 1 OA 13.01 11.92 10.20 9.32 8.50 

Re]*(%) 1.3% -0.5% -4.0% -6.3% -8.8% 

R22 3.79 3.1 1 2.26 1.92 1.64 

R410A 3.99 3.19 2.19 1.79 1.47 

Rel*(%) 5.3% 2.4% -3.4% -6.9% -10.7% 

After the evaporator and condenser were optimized, Chin and Spatz performed for R22 

and R410A simulations system. Table 2.1 shows their capacity and COP results. The 

authors concluded that the superior performance of the R410A compressor and optimized 

heat exchangers compensated for the lower thermodynamic efficiency of R410A relative 

to R22 at low and moderate condensing temperatures. However, the R410A optimized- 

system experienced a loss in COP relative to the R22 system at condensing temperatures 

exceeding 116.6 "F (47.0 "C). 

Meurer et al. (1999) compared the performances of R22 and R410A working at elevated 

condensing temperatures up to 140.0 O F  (60.0 "C) in a breadboard apparatus. The 

components of the system were an open reciprocating compressor, a water-cooled 

condenser, a methanol-heated evaporator, a thermostatic expansion valve, and a liquid- 

line accumulator. The authors reported the R4 10A compressor having higher isentropic 
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(+14 %) and volumetric (+22 %) efficiencies than R22. For a typical evaporation 

temperature of 48.2 OF (9.0 "C), the COP of R410A was higher by 16 % at a condensing 

temperature of 80.6 OF (27.0 "C), but it was lower by 1 % at a 134.6 OF (57.0 "C) 

condensing temperature. The authors stated that a lower compressor speed accounted for 

part of the benefits measured with R410A, but the use of equal rotational speed would 

negatively affect the R4 10A compressor and system performance. 

Wells et al. (1999) compared the performance of R410A and R22 in split and window- 

type air conditioners. Their study included theoretical simulations, laboratory testing of 

split systems, laboratory testing of window units with several hardware modifications, 

and simulations using the ORNL heat pump model. Figures 2.5 and 2.6 show the capacity 

and EER trends obtained from the R22 and R410A split system tests referenced to the 

respective values at a 95.0 O F  (35.0 "C) ambient temperature. At an ambient temperature 

of 125.0 "F (51.7 "C), the capacity and EER ratios of R410A fell 12 % below that of R22. 

Similar results (within the data scatter) were obtained for the window units. Increased 

subcooling benefited performance at high ambient temperatures. The study also 

concluded that using a TXV versus a short tube restrictor or capillary tube results in less 

performance loss. 



R410A 
- Poly. (R41 OA) 

1.3 

0.75 I 
t 
i 

I 
i 

@\, I 
\ 

0.7 ! I I I I f I 

70 80 90 100 110 120 130 
Ambient Temperature, degrees F 

0.6 - 

0.5 

Figure 2.5 Comparison of capacity loss versus ambient temperature, split system N C ,  
12-13 SEER (Wells et al., 1999) 

i 
j Y> h i  

, I j 4 I 

1 
I 

1.1 j 

1.2 

w R410A 
- Linear (R22) 

Figure 2.6 Comparison of EER loss versus ambient temperature, split system A X ,  
12-13 SEER (Wells et al., 1999) 

10 



Bullock (1999) investigated the performance of HVAC systems working with two low- 

critical temperature refrigerants: R404A and R410A. The study included theoretical 

analysis of the refrigerant properties, simulations of the basic thermodynamic cycle, and 

simulations of three split systems: two using R410A and one using R404A. The main 

difference between the systems studied was the condenser and blower size. In Bullock's 

A/C simulation model, the compressor, expansion device, and condenser/gas cooler 

models were modified to accommodate transcritical system operation. 

Figure 2.7 presents simulation results for one of the systems studied by Bullock (1999). 

The vertical arrow indicates the outdoor temperature at which the condenser pressure 

exceeded that of the critical point. The simulations show that the capacity degradation 

and compressor power increase become more significant with an increase of outdoor 

temperature when the condenser pressure is above the critical point. Based on simulation 

results from the three systems, Bullock offered the following key conclusions: a typical 

unitary system will cross over to transcritical operation at about 135.0 O F  to 140.0 O F  

(57.2 "C to 60.0 "C). At the ambient temperature when the critical point is reached, the 

cooling capacity will be about 60 % to 70 % of the capacity at the 95.0 O F  (35.0 "C) rating 

point, and the compressor power will be about 110 % to 160 % of the power at the 

95.0"F (35.0 "C) rating point (depends greatly on the compressor type). The system 

performance at high ambient temperatures can be improved by providing an oversized 

condensing unit. 
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Yana Motta and Domanski (2000) performed a simulation study to evaluate capacity and 

COP of an air conditioner working with R22, R134a, R290, R410A, and R407C. Figures 

2.8 and 2.9 present two-phase domes of the studied refrigerants with the horizontal axes 

using non-dimensional entropy, S*, and enthalpy, h*, respectively (where s*=(s-so~)/(sov- 

sol), h'=(h-ho$(hov-hoi), s, h = entropy and enthalpy, sov, hov = entropy and enthalpy of 

saturated vapor at 0 "C (32 OF), and sol, hO1 = entropy and enthalpy of saturated liquid at 

0 "C (32 OF)). These figures are suitable for qualitative analyses of the impact of the 

shape of the two-phase dome on the COP because the width of the two-phase dome is 
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normalized. If we envision vapor-compression cycles with their corresponding Carnot cycles 

drawn for each refrigerant with the same condensing and evaporating temperatures, we can 

conclude that the superheated-vapor horn irreversibilities (Figure 2.8) and throttling-induced 

capacity losses (Figure 2.9) will be greater for R410A than for R22 due to R410A's smaller two- 

phase dome. 

Yana Motta and Domanski simulated performance of different refrigerants using the UA version 

of NIST's semi-theoretical vapor-compression model CYCLE- 1 1 (Domanski and McLinden, 

1992). All system components were the same for the five fluids, except the compressor for which 

the swept volume was adjusted to obtain the same capacity at the 95.0 OF (35.0 "C) rating point 

for each fluid. A reference scheme was used to account for different transport properties and 

their impact on heat transfer coefficient and pressure drop for the different refrigerants. 



Figure 2.10 shows changes of COP for each refrigerant for different outdoor temperatures. The 

COP values are normalized by the COP at 95 O F  (35 "C) for each fluid. R410A has the highest 

degradation in COP and R134a has the lowest. The lines representing performance of R410A 

(the lowest-critical-temperature fluid) and R134a (the highest-critical-temperature fluid) bracket 

the performance of the remaining refrigerants. The change of COP for R22, R290, and R407C is 

very similar, because their critical temperatures are within 18.0 "F (10.0 "C) of each other. 

Figure 2.1 1 presents the COP of the four alternatives normalized by the COP of the R22 system. 

R134a, the fluid with the highest critical temperature, improves its performance in relation to 

R22, and it hasa higher COP than R22 at outdoor temperatures greater than 95 O F  (35 "C). On 

the other hand, the COP of R410A drops dramatically at increasing outdoor temperature. 

Regarding the fluids with critical temperatures similar to R22 (R407C and R290), the small COP 

differences are caused by the different shapes of the two-phase domes of these fluids rather than 

their different critical temperatures. 

15 30 35 4@ 45 $0 55 

_.- 
15 30 35 40 4 5  50 55 

Outdoor Temperature ('C) 

Figure 2.10 COP referenced to COP at 
95 O F  (35 "C) (Yana Motta and Domanski, 
2000). 
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Figure 2.1 1 COP referenced to COP of R22 
system (Yana Motta and Domanski, 2000). 
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Yana Motta and Domanski also evaluated the impact of using a liquid-line/suction-line 

heat exchanger (llsl-hx). As Figure 2.12 shows, the use of llsl-hx provided COP 

improvement for all fluids. Refrigerants having high molar capacity benefited more with 

the Ilsl-hx application. The benefit of llsl-hx for R410A increased slightly at high ambient 

temperatures due to a change in the slope of the saturated liquid line while approaching 

the critical point; however, the overall impact of approaching the critical point was not 

significant. At an outdoor temperature of 131.0 OF (55.0 "C), the COP increase due to the 

llsl-hx was 1.9 % higher for R410A than that for R22. 
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Figure 2.12 COP for llsl-hx cycle referenced to COP for basic cycle 
(Yana Motta and Domanski, 2000). 



2.3 Concluding Remarks 

1. Operation of a vapor compression system at elevated ambient temperatures inherently 

results in a lower COP. For refrigerants operating in the vapor compression cycle, the 

COP degradation is greater than that for the Carnot cycle and varies between fluids. 

The refrigerant-related factors that most influence the degradation are the critical 

temperature and the shape of the two-phase dome. 

2. Degradation of capacity and COP at high outdoor temperatures can vary significantly 

between systems. The system design (size of the condenser, refrigerant charge, 

refrigerant expansion device) influences performance degradation. 

3. All experimental and simulation studies reported a loss of performance for R410A 

systems at elevated ambient temperatures by approximately 10 % as compared to 

R22. 

4. Simulation results indicate that the use of llsl-hx provides slightly better improvement 

of COP for R410A than for R22. At an outdoor temperature of 131.0 OF (55.0 "C), the 

COP increase for R410A was 1.9 % higher than for R22. 

5. The thermodynamic loop of a typical unitary R410A N C  will cross above the critical 

point at an outdoor temperature of approximately 135.0 OF (57.2 "C). 
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CHAPTER 3. LABORATORY EXPERIMENT 

3.1 Units Selected for Testing 

The systems consisted of 3-ton nominal cooling capacity units with scroll compressors, 

finned tube condensers, and finned tube evaporators. Manufacturer data listed the R22 

system with a SEER of 12.5 and the R4.10A system with a SEER of 13. Both the R22 

system and the R410A system had identical evaporator and condenser coils. Only the 

thermostatic expansion valve and liquid line filter differed between the two system's 

piping arrangements. Figure 3.1 below shows the circuiting of the condenser finned tube 

coil. The condenser is 28 in x 80.5 in (71.1 cm x 2 0 4 3  cm) finned length, 22 findin 

(9 fins/cm). 

I 
! 

t 
Airflow 

Figure 3.1 Condenser for R22 and R410A systems 

The evaporator for both systems was a vertical slab coil designed for installation with 

airflow from the left or right. Figure 3.2 shows the circuiting of the evaporator used by 

both systems. For all of the tests, the airflow rate through the evaporator was set at 

1200.0 scfm (34.0 rn3/min). The evaporator is 22.0 in x 26.0 in (55.9 cm x 66.0 cm) 

finned length with 12 findin. The evaporator and condenser have a fin thickness of 

0.0045 in (0.1 143 mm). 



:[' I 
U 

Airflow 
Figure 3.2 Evaporator for R22 and R410A systems 

3.2 Experimental Set-Up 

Figure 3.3 shows the arrangement of the system in the environmental chambers. The 

airflow chamber contained a 7.0 inch (17.8 cm) diameter ASME nozzle and was 

constructed according to ANSUASHRAE 51-1985 and ANSUASHRAE Standard 37- 

1988. The air conditioning systems consisted of a condensing unit in the outdoor 

chamber (Figure 3.4) and a finned tube coil evaporator in the indoor test section (Figure 

3.5). Air was pulled through the evaporator by a centrifugal fan at the outlet of the 

nozzle chamber ductwork. Dew-point temperature was measured at the inlet of the 

evaporator ductwork and in the ductwork after the evaporator once the air passed through 

several mixers. Twenty-five node thermocouple grids and thermopiles measured the air 

temperatures and temperature change, respectively. The thermocouple grids were used to 

ensure that the air was well mixed before and after the evaporator. Barometric pressure, 

evaporator air pressure drop, nozzle pressure drop, and nozzle temperature were used 

along with the dew-point measurements to establish the thermodynamic state of the air. 

The air enthalpy method was used at the primary measurement of air-side capacity. The 
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refrigerant enthalpy method was used as the secondary measurement of capacity. These 

two measurements always agreed within 3.5 %. 

B 9 

I I  Nozzle Chamber w lXV 

Condensing Unit n 
U 

Nozzle Chamber Fan 

Figure 3.3 Environmental chamber test schematic 
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Figure 3.4 High efficiency condensing unit 

Figure 3.5 Indoor test section housing evaporator 
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3.3 

The two units were tested at the same indoor conditions of 80.0 O F  (26.7 "C) dry-bulb and 

67.0 OF (19.4 "C) wet-bulb temperature according to AS- Standard 37-1988. The 

Experimental Procedure and Test Conditions 

outdoor conditions varied according to the table below. 

Cooling 
~- 

Setpoint 
(OF) 

80.0 

60.4 

Location 

Indoor Dry-bulb 
Temperature 

Indoor Dew-point 
Temperature 

Outdoor Chamber 
Temperature 

Evaporator Airflow, 
scfm 

1)  R22 and R410A Compressor #1 
2) R22 and both R410A Compressors 

4) Only R410A Compressor ##2 
3) onlyR22 

82.0' 
95.02 

115.0 
125.0' 
130.02 
135.03 
140.04 
1 50.04 
152.04 
155.04 

Tolerance 
(OF) 

fo .5  

B.5  

fo.5 

1200 

Indoor and outdoor conditions remained stable for one hour before data were taken. A 

steady flow of condensate from the evaporator was present for all tests. Before any 
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testing began, the system charge was set according to manufacturer's recommendations. 

The charge for both units was set by measuring the difference between the liquid line 

temperature exiting the condensing unit and the outdoor air temperature (95.0 "F 

(35.0 "C)). This temperature difference was decreased by adding refrigerant or increased 

by removing refrigerant. For the R22 system this temperature difference was set at 5.0 "F 

(2.8 "C). For the R410A system this temperature difference was set at 6.0 O F  (3.3 "C). 

Experimental uncertainty was calculated using a propagation of uncertainty technique 

considering uncertainty in all the parameters associated with the capacity and EER 

(Payne and Domanski, 2001). Appendix D summarizes the propagation of errors 

approach that was used to determine the uncertainty in capacity and EER. The 95 % (two 

sigma) uncertainty in capacity and EER varied from 2.9 % to 3.5% and 3.5 % to 5.4 %, 

respectively. 

3.4 Experimental Results 

3.4.1 Test Results for the R22 System 

The R22 system performed without any difficulty over the full range of outdoor 

temperatures. The sensible heat ratio remained at 0.8 f 0.05 for all tests. Figure 3.6 

shows the cooling capacity as a function of the outdoor temperature. Capacity ranged 

from 40201 Btdh (11781 W) to 29711 Btuh (8707 W) over the range of outdoor 

temperatures. This was a decrease of 26.1 '36 from the high value at 82.0 "F (27.8 "C) to 

the low value at 135.0 "F (57.2 "C). 
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Figure 3.6 R22 cooling capacity as a function of outdoor temperature 

The compressor performance was characterized by power measurements and refrigerant 

conditions at its inlet and exit. Figure 3.7 shows the reduced discharge pressure and 

discharge superheat for the tests shown in Figure 3.6. Reduced pressure ranged from 

0.30 to 0.56 with the discharge superheat ranging from 44.0 OF to 83.0 O F  (24.4 "C to 

46.1 "C) (Pc"t = 723.7 psia (4989.7 P a ) ,  Tcfit.= 205.06 O F  (96.14 "C)). The discharge 

pressure and discharge superheat increased by 84.4 % and 83.3 %, respectively, from 

their values at 82.0 "F (27.8 "C). 
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Figure 3.7 R22 reduced discharge pressure and discharge superheat as function of 
outdoor temperature 

System power and refrigerant mass flowrate are shown in Figure 3.8. Power increased 

from 2080 W to 4140 W as the mass flowrate decreased from 8.93 lb/min (4.05 kg/min) 

to 8.54 lb/min (3.87 kg/min). This produced an increase of 87.9 % in system power with 

a 4.7 5% decrease in refrigerant mass flowrate. 

R22 cooling EER decreased as the outdoor temperature increased (Figure 3.9). As the 

outdoor temperature increased from 82 "F to 135 OF (27.8 "C to 57.2 "C), the EER (COP) 

decreased by 60.3 % as it dropped from 18.3 Btu/Wh (5.36) to 7.3 Btu/Wh (2.14). 
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Figure 3.8 System power and R22 mass flow as a function of outdoor temperature 

25 



3.4.2 Test Results for the R410A System 

We performed R410A system tests using two compressors designated here as compressor 

#1 and compressor #2. Compressor #1 was the original compressor supplied with the 

system. The internal safeties for this compressor prevented the system from operating 

continuously at outdoor temperatures above 130.0 "F (54.4 "C). Another compressor that 

had all internal safeties removed was used to test the system at higher outdoor 

temperatures. Compressor #2 allowed testing to proceed up to 155.0"F (68.3 "C). 

Compressor #2 had a more powerful electric motor than compressor #l. 

The cooling capacity of the R410A system is show in Figure 3.10. Air-side capacity 

decreased in a nearly linear manner as the outdoor temperature was increased from 

82.0 O F  to 155.0 "F (27.8 "C to 68.3 "C). Over this temperature range, air-side capacity 

decreased from 40345 Btu/h (1 1824 W) to 22699 Btu/h (6652 W); a decrease of 43.7 %. 

Figure 3.11 shows the compressor reduced discharge pressure and discharge superheat 

over the range of outdoor temperatures. The discharge pressure was above the critical 

pressure of 691.8 psia (4769.8 P a )  during three of the high ambient tests. Discharge 

superheat increased as the outdoor temperature increased and the refrigerant mass 

flowrate decreased. Compressor discharge superheat ranged from 22.0 "F (12.2 "C) at 

the lowest outdoor temperature to 97.0 "F (53.9 "C) at the highest outdoor temperature 

(for the tests above the critical temperature and pressure, superheat is calculated with 

respect to the critical temperature of 158.3 "F (70.2 "C), Tsup = T - Tcdt). 
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R410A system power and refrigerant mass flowrate are shown in Figure 3.12. The power 

increased from 2201 W to 6287 W as the mass flowrate decreased from 8.95 lb/min to 

8.26 lb/min. This was an increase of 185 % in system power with a 7.7 % decrease in 

22000 - 

refrigerant mass flowrate. 

R410A cooling EER decreased as the outdoor temperature increased (Figure 3.13). As 

the outdoor temperature increased from 82.0 OF to 155.0 OF (27.8 OC to 68.3 "C), the EER 

(COP) decreased by 80.3 % as it dropped from 18.3 Btu/Wh (5.36) to 3.6 Btu/Wh (1.06). 

44000 - 

42000 
I 

4 m  A R410A, Compressor #2 
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Figure 3.12 R410A system power and refrigerant mass flowrate 
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Figure 3.13 R410A cooling EER as a function of outdoor temperature 

3.4.3 R410A Oil Sampling Test Results 

POE oil (RL32S) was sampled from the R410A system at outdoor temperatures of 95.0 

OF (35.0 "C) and 125.0 OF (51.7 "C). The sample cylinder was connected to the liquid 

line by a length of 118 inch (3.2 mm) copper tubing. The evacuated cylinder was 

submerged in an ice bath while a needle valve allowed a slow flow of liquid into the 

cylinder. Approximately 3 ounces (85 grams) of refrigerant and oil were sampled. The 

refrigerant was evacuated from the cylinder over a one-hour period. The cylinder was 

weighed before and after the sample was taken and after the refrigerant had been 

removed. The mass fraction of oil was defined as the mass of oil in the sample divided 

by the mass of refrigerant. The masses were recorded with an uncertainty at the 95 % 
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level o f f  O.ooOo71 ounces (It 0.002 grams). Table 3.2 lists the temperatures and sample 

masses for the R410A tests on compressor #l. 

Outdoor 
Temperature 

(OF) 

Table 3.2 R410A oil sample results 

Mass of Oil Mass of Refrigerant (Mass of Oil) / 

(gram) (gram) Refrigerant) 
(Mass of 

95 
95 

I 95 I 0.456 I 86.438 I 0.53 % 

0.352 89.041 0.40 % 

0.258 9 1.437 0.28 96 

125 
I- 125 I 0.164 I 88.988 I 0.18 % 

0.2 18 9 1.705 0.24 % 

3.5 Comparison of Performance of R22 and R410A Systems 

3.5.1 R410A Cooling Capacity Relative to R22 

Cooling capacity comparisons were made between the R22 system and the R410A 

system with its different compressors by fitting a curve to the R22 cooling capacity as a 

function of outdoor temperature. All of the R22 cooling data points were fit to a 

polynomial function given below by equation 3.1: 

Q(Btu/h) = 42196.9-4.8705~10-~ *T("F)' 
Q(kW) = 11.877 - 1.638~10" .T( oC)3 

(3.la) 
(3.lb) 

The cubic polynomial above fit the R22 capacity data with a Pearson correlation 

coefficient (R2) of 0.978 and a fit standard error of 591.06 Btuh (173.22 W) over the 

temperature range of 82.0 O F  to 130.0 O F  (27.8 "C to 54.4 "C). Using equation 3.1, the 



R410A cooling capacity was divided by the R22 cooling capacity calculated at the 

appropriate outdoor temperature to calculate the cooling capacity ratio. 
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Figure 3.14 Cooling capacity of R410A system relative to R22 system 

The capacities of the R22 system and R410A system were equal at the 35.0 "C (95.0 OF) 

outdoor temperature. At the 82.0 "F (27.8 "C) rating point, the R410A system capacity 

was approximately 2 % greater than that of the R22 system. As the outdoor temperature 

increased, the capacity of the R4 10A system decreased more rapidly than the R22 system 

capacity, and at the 130.0 "F (54.4 "C) test point was 9 % below the R22 value. 
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3.5.2 R4 1 OA Cooling EER Relative to R22 

Cooling EER for the R22 system was fit to a polynomial function of the outdoor 

temperature using statistical analysis software. Cooling EER (COP) as a function of 

outdoor temperature was fit to the polynomial shown below: 

EER(Btu/Wh) = 36.692-0.361 1-T("F)0~8981 
COP =9.459-0.3323*T(°C)o.76H 

(3.2a) 
(3.2b) 

The power law function fit R22 EER (COP) as a function of outdoor temperature with a 

Pearson correlation coefficient (R') of 0.998 and a fit standard error of 0.2749 Btu/Wh 

(0.081) over the outdoor temperature range of 82.0 O F  to 130.0 OF (27.8 "C to 54.4 "C). 

Just as in the cooling capacity case, R410A EER (COP) was divided by the calculated 

R22 EER (COP) at the given outdoor temperature to produce a relative value. 

The efficiency trend was similar to the trend for capacity; however, the performance 

degradation of R410A was more pronounced, as shown in Figure 3.15. At the 27.8 "C 

(82.0 OF) rating point, the EER (COP) of the R410A system was a few percent higher 

than that for the R22 system. At the 95.0 OF (35.0 "C) rating point, at which the 

capacities were equal, the R410A EER (COP) was approximately 4 % below the R22 

EER (COP). At the highest ambient temperature of 130.0 O F  (54.4 "C), the R410A EER 

(COP) was about 15 % lower than the EER (COP) of the R22 system. In addition to 

typical measurement uncertainties, we attribute the scatter shown in the EER (COP) 

ratios for a given outdoor temperature to day-to-day variations of voltage at the testing 
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facility. However, these voltage variations were always within the range allowed by the 

ARI 210/240 (1994). 

1.05 

No rapid drop in capacity and EER occurred for the R410A system as the outdoor 

temperature increased to 155.0 O F  (68.3 "C). This is simiIar to the split-system testing 

performed by Wells et al. 1999. They showed a 10 % lower capacity of the R410A 

system than the R22 system at 125.0 O F  (51.7 "C). The literature has shown that capacity 

and EER are very sensitive to the expansion device and the size of the heat exchangers 

(Farzad and O'Neal 1991, Gates et al. 1967). This work has shown that a TXV in 

combination with sustained subcooling can mitigate some of the performance degradation 
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Figure 3.15 Cooling EER of R410A system relative to R22 system 
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4. MODELING 

Laboratory tests conducted for this project provided performance information on R22 and 

R410A systems and their components, including the evaporators and condensers. The 

two systems employed the evaporators and condensers of identical design, respectively. 

Hence, these data constitute a rare material for validation of simulation models working 

with different fluids. 

Development of evaporator and condenser models is the dominant effort in building up a 

model of a vapor-compression air conditioner. This is because we can readily simulate 

compressor’s performance using compressor maps available from the compressor 

manufacturer, and the expansion valve is an easy to model isenthalpic device. In fact, 

with the tube-by-tube representation of a finned-tube heat exchanger applied in the NIST 

heat pump model, ninety percent of the code is used for evaporator and condenser 

modeling. For this reason and considering the difficultly associated with designing 

optimized heat exchangers, our task included development and validation of the 

evaporator and condenser models, EVAPS and CONDS, and packaging them with a 

visual interface in one software package called EVAP-COND. 

It is not in the scope of this report to provide a comprehensive description of the 

evaporator and condenser models but rather to provide practical information on how the 

models were formulated, what their features are, and how they can be used. This 

information is provided in sections 4.1 through 4.4. The remaining sections discuss 

implementation of EVAPS and CONDS into a simulation model of an air conditioner, it’s 
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validation, and comparative simulations of R22, R410A, R134a, and R404A air 

conditioners. 

4.1 Modeling Issues for Finned-tube Heat Exchangers 

4.1.1 EVAP5 and CONDS Modeling Approach 

Finned-tube air-to-refrigerant heat exchangers constitute the predominant heat exchanger 

type used in air conditioning. They are manufactured with a variety of refrigerant 

circuitry designs. Simulation models that account for refrigerant circuit architecture are 

better equipped for accurately predicting the heat exchanger performance. This is 

because the refrigerant path through the heat exchanger can have a significant effect on 

heat exchanger performance. The models presented here, EVAPS and CONDS, 

originated in the tube-by-tube simulation model formulated by Chi (1979). Over the 

years, several significant new features were implemented, which included the capability 

to account for air maldistribution and its interaction with refrigerant distribution, 

extension of the models to zeotropic mixtures, extension to new refrigerant property 

representations, new simulation correlations, etc. (Domanski and Didion (1983), 

Domanski (1991), Lee and Domanski (1997), Domanski (1999b)). 

Figure 4.1 presents the refrigerant circuitry and air velocity representation used by 

EVAP5 and CONDS. Due to the tube-by-tube modeling approach, the programs 

recognize each tube as a separate entity for which it calculates heat transfer. These 

calculations are based on inlet refrigerant and air parameters, properties, and mass flow 

rates. The simulation begins with the inlet refrigerant tubes and proceeds to successive 
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tubes along the refrigerant path. At the outset of the simulation, the air temperature is 

only known for the tubes in the first row and has to be estimated for the remaining tubes. 

A successful run requires several passes (iterations) through the refrigerant circuitry, each 

time updating inlet air and refrigerant parameters for each tube. 

Figure 4.1 Representation of air distribution and refrigerant circuitry in EVAPS 
and CONDS 

Heat transfer calculations start by calculating the heat-transfer effectiveness, E, by one of 

the applicable relations (Kays and London, 1984). With the air temperature changing due 

to heat transfer, the selection of the appropriate relation for E depends on whether the 

refrigerant undergoes a temperature change during heat transfer. Once E is determined, 

heat transfer from air to refrigerant is obtained using eq. (4.1). 
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Q, =m,C,(T, -T , )E  (4.1) 

The overall heat-transfer coefficient, U, is calculated by eq. (4.2,, which sums up the 

individual heat-transfer resistances between the refrigerant and the air. 

1 + AOX, 1 +-+ 
= I$+ A,,$, h ,  Apohpf h,(l +a)( 1 -%(I - y )) 

A0 

-1 

(4.2) 

The first term of eq. (4.2) represents the refrigerant-side convective resistance. The 

second term is the conduction heat-transfer resistance through the tube wall, and the third 

term accounts for the conduction resistance through the water layer on the fin and tube. 

The fourth term represents the contact resistance between the outside tube surface and the 

fin collar. The fifth term is the convective resistance on the air-side where the multiplier 

(l+a) in the denominator accounts for the latent heat transfer on the outside surface. For 

a dry tube a = 0.0 and l /h l  = 0.0. Once the heat transfer rate from the air to the 

refrigerant is calculated, the tube wall and fin surface temperatures can be calculated 

directly using heat-transfer resistances. Then, the humidity ratios for the saturated air at 

the wall and fin temperatures are calculated, and mass transfer from the moist air to the 

tube and fin surfaces is determined. For more detailed information on heat transfer 

calculations refer to Domanski (1991). 



Simulating refrigerant distribution is an important part of simulating performance of heat 

exchangers, particularly for cases with non-uniform air distribution. In a heat exchanger 

with multiple circuits, refrigerant distributes itself in appropriate proportions so that the 

refrigerant pressure drop from inlet to outlet is the same for all circuits. This observation 

is essential for calculating a fraction of the total refrigerant mass flow rate flowing 

through a particular circuit. At the outset of this ART1 project, the evaporator model 

used a scheme for predicting refrigerant distribution that was based on the Pierre 

evaporation-pressure-drop correlation (Domanski, 199 l), while the condenser model did 

not have this capability at all. Under the current project, we developed a new scheme for 

simulating refrigerant distribution between different circuitry branches by treating the 

problem as a nonlinear system of equations and solving it using the Newton-Raphson 

method. The new scheme can be applied to the evaporator, refrigerant 

distributor/evaporator system, and condenser regardless of the correlation used to 

calculate refrigerant pressure drop in a given heat exchanger. The Pierre-based method 

has been retained in EVAPS and CONDS to simulate refrigerant distribution for the first 

two iteration loops. At the outset of simulation, the initial refrigerant distribution is 

estimated based on the number of tubes in a given circuit and the circuit’s layout (circuit 

split points and their locations). 

4.1.2. Air-side Heat Transfer Correlations 

A significant, often the major, part of heat transfer resistance between the air and 

refrigerant is on the air side of the heat exchanger. For this reason we reviewed literature 

on the latest air-side heat transfer correlations at the beginning of this project. 
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Figure 4.2 compares predictions of different correlation available in the literature. We 

calculated these predictions for typical designs for fins of different categories for a three- 

depth-row heat exchanger. The figure does not include a slit-wavy fin - the type used in 

the tested R22 and R410A systems - since we could not locate a slit-wavy fin correlation 

in the literature. The layout of different lines on the figure may serve as explanation why 

predicting performance of a finned-tube heat exchanger equipped with an enhanced fin 

may be difficult. For wavy fins, the correlation by Wang et al. (1999a) and Kim et al. 

(1997) are in a close agreement, while the correlation by Webb (1990) calculates heat 

transfer coefficients up to 50 % lower that the two first methods. At one point, the Webb 

correlation provides the wavy fin heat transfer coefficient to be lower than that for flat 

fins, which is not a realistic prediction. 

For slit (lanced) fins, the correlations by Nakamura and Xu (1983) and Wang et al. 

(2001) are apart by as much as 40 %, depending on air velocity. This spread may be 

indicative of the general fact that some correlations do not predict well outside the 

geometries for which they were developed. A measurement uncertainty in one or both 

experiments may also be a contributing factor to the 40 9i discrepancy. Regarding the 

louver fin, the correlation by Wang et al. (1999b) shows a step change caused by using 

two different algorithms depending on the Reynolds number. Two separate algorithms 

are also causing a step change in predictions by the Webb correlation for flat fins. 

The analysis of relative predictions of air-side heat transfer coefficient for different 

surfaces prompted us to replace the existing correlations in EVAPS and CONDS with 
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correlations published by Wang and his co-workers for all type of fins, i.e., flat, slit, 

wavy and louver fins. In our judgment, this will ensure a higher degree of prediction 

consistency when comparing performance of heat exchangers with different fin designs 

since it can be expected that a prediction consistency for the air-side heat transfer 

coefficient will be maintained by correlations developed by the same author. We may 

note one reservation with this choice; we expect a slit (lanced) fin to perform better in 

relation to a wavy fin than it is reflected by the slit and wavy Correlations authored by 

Wang (Wang et al., 2001, and Wang et al., 1999a). We could expect rather the values 

calculated by the Nakayama and Xu correlation would be in general more representative 

for most practical air velocities. However, we were disturbed by the fact that the 

Nakayama and Xu (1983) predictions do not degrade more at air velocities below 4 ft/s 

(the trend exhibited by the other correlations), and for this reason we opted for the Wang 

correlation for slit fins. Hence, the Wang correlation for slit fins (Wang et al., 2001) was 

selected not for its absolute predlctions, but rather for the shape of the prediction line, 

which can be adjusted to proper absolute values with a correction multiplier. 

All air-side heat transfer correlations authored by Wang include the tube-to-collar heat 

transfer resistance. Hence, his correlations do not have the ambiguity of the previously 

used flat-fin correlation by Gray and Webb (1986) developed using data on 16 heat 

exchangers, 10 of which had no fin-to-collar heat transfer resistance due to a 

metallurgical bond. For this reason, when incorporating the correlations by Wang et al. 

we removed the algorithm for calculating the tube-collar junction resistance, which up to 

this point was calculated by the correlation by Sheffield at al. (1988). 
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Figure 4.2 Comparison of air-side heat transfer correlations 

4.1.3 Representation of Refrigerant Properties 

The following upgrades were made to EVAF5 and CONDS under this project: 

0 Upgrade of EVAPS and CONDS to REFPROP6 

We upgraded EVAPS and CONDS from REFPROPS (Gallagher et al., 1996) to 

REFPROP6 (McLinden et al., 1998) routines. Since these refrigerant property 

packages employ different equations of state, we used a system of bridging 

routines to make the conversion. 
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0 Development of Pressure-Enthalpy Based Property Look-up Tables 

EVAPS and CONDS simulations are computationally intensive, and using a 

refrigerant property look-up tables is a practical necessity if simulation runs are 

expected to last less than 60 seconds. This is particularly true in case of 

REFPROP6, for which property calculations are several times more CPU 

demanding than for REFPROPS. The pressure-quality-based look-up tables used 

so far with R22 were not adequate for this study since the R410A air conditioner 

may enter the transcritical operating regime at extremely high ambient 

temperatures. A new pressure-enthalpy based system of look-up tables was 

developed to facilitate simulation above the critical point of refrigerant. This 

look-up scheme includes eight different property routines that retrieve the desired 

state or transport property depending on the available properties identifymg the 

refrigerant’s thermodynamic state. The look-up scheme is applicable to single 

component refrigerants and refrigerant mixtures. 

0 Development of an Error Evasive Scheme for Refrigerant Property Calculations 

Although REFPROP6 provides improved representation of thermodynamic 

properties over REFPROPS, it occasionally crashes, particularly when calculating 

properties of refrigerant mixtures. Such occasional crashes may be acceptable in 

manually set-up property calculations with REFPROP’S user’s interface. 

However, they are unacceptable in heat exchanger and system simulations due to 

the high number of calls to property routines, which eventually may cause every 

simulation run to crash. To be able to use REFPROP6 routines, we developed an 

error evasive scheme that attempts to calculate properties even if REFPROP flash 
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calculations do not converge, e.g., if PHFLSH crashes, a routine that uses TPRHO 

is invoked to attempt to iteratively match TPRHO’s h value with the known 

(target) h value. If both REFPROP flash calculations do not converge, then the 

data in the refrigerant look-up table is flagged and look-up table routines iterate 

this point using refrigerant properties in the neighboring nodes of the table. If the 

critical pressure falls between the lower and upper pressure limits of the table, an 

additional set of data are generated for the critical pressure and the entire enthalpy 

grid (this is done to improve the accuracy of the iterations near the critical 

pressure). 

4.2 Evaporator Model EVAP5 

4.2.1 

EVAPS uses the following correlations for calculating heat transfer and pressure drop. 

Heat Transfer and Pressure Drop Correlations 

Air Side 

0 

0 

heat-transfer coefficient for flat fins: Wang et al. (2000) 

heat-transfer coefficient for wavy fins: Wang et al. (1999a) 

0 

0 

0 

heat-transfer coefficient for slit fins: Wang et al. (2001) 

heat-transfer coefficient for louver fins: Wang et al. (1999b) 

fin efficiency: Schmidt method, described in McQuiston et al. (1982) 



Refrigerant Side 

single-phase heat-transfer coefficient, smooth tube: Mc Adams, described in 

ASHRAE (2001) 

evaporation heat-transfer coefficient up to 80% quality, smooth tube: Jung and 

Didion (1989) 

evaporation heat-transfer coefficient up to 80% quality, rifled tube: Jung and 

Didion (1989) correlation with a 1.9 enhancement multiplier suggested by 

Schlager et al. (1989) 

mist flow, smooth and rifled tubes: linear interpolation between heat transfer 

coefficient values for 80 % and 100 % quality 

single-phase pressure drop, smooth tube: Petukhov (1970) 

two-phase pressure drop, smooth tube, lubricant-free refrigerant: Pierre (1964) 

two-phase pressure drop, rifled tube: Pierre (1964) correlation for smooth tube 

with a 1.4 multiplier suggested by Schlager et al. (1989) 

We incorporated the correlation that accounts for a 0.5 % content of lubricant in 

the refrigerant. 

single-phase pressure drop, return bend, smooth tube: White, described in 

Schlichting (1968) 

two-phase pressure drop, return bend, smooth tube: Chisholm, described in 

Bergles et al. (1981) 

The length of a return bend depends on the relative locations of the tubes 

connected by the bend. This length was accounted for in pressure drop 

calculations. 



4.2.2 EVAPS Validation 

We used evaporator test data obtained during R22 and R410A system tests to validate the 

evaporator model. For all tests, the indoor air dry-bulb temperature was 80.0"F 

(26.7 "C) and the wet-bulb temperature was 67.0 "F (19.4 "C). The evaporator saturation 

temperature varied from 45.0 "F to 59.0 "F (7.2 "C to 15.0 "C) due to the wide range of 

outdoor temperature for which the R22 and R410A systems were tested (82.0 O F  to 

135.0 OF (27.8 "C to 57.2 "C)). This resulted in different refrigerant inlet qualities, which 

ranged from 0.25 to 0.30. 

Figure 4.3 Design information for R22 and R410A evaporators 

45 



The R22 and R410A evaporators were identical heat exchangers. Copying from 

respective windows of the EVAP-COND interface, Figure 4.3 shows evaporator key 

design parameters, and Figure 4.4 shows a side-view schematic with the refrigerant 

circuit. The circles symbolize the tubes, the solid lines symbolize the returning bends on 

the near side, and the broken lines denote the returning bends on the far side. The 

refrigerant circuit had six branches. The refrigerant entered the evaporator via tubes 1, 13, 

23, 35, 45, 57, and left via tubes 12, 22, 34, 44, 56, and 66. The tube crossing over tube 

28 and tube 38 is a result of graphical simplifications in the EVAP-COND interface. In 

fact, tube 6 feeds tube 51, tube 28 feeds tube 29, and tube 50 feeds tube 7. 

Figure 4.4 Refrigerant circuitry design in R22 and R410A evaporators 

The evaporators were equipped with fins of a wavy/slit design. Since a correlation for a 

wavyhlit fin is not available in literature, we selected a wavy fin in our simulations and 

used a correction multiplier of 2.0 to compensate for the enhancement provided by the 

slits. This value approximate the average of the enhancements for a slit fin over a flat 

surface as calculated by Wang et al. (2001) and Nakayama and Xu (1983) for the air 

velocity range from 4 ft/s to 5 ft/s (1.22 d s  to 1.52 d s ) .  If the Nakayama and Xu 

correlation was selected for our simulations, the same value of the air-side heat transfer 

coefficient would be obtained by applying a correction multiplier of 0.30 to represent the 
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enhancement due to the wavy design. As we note that this correction is lacking analytical 

rigor, we also have to recognize that not providing any correction is not proper as well. 

For our validations, we selected five R22 test points and seven R410A data points. The 

R22 data points were obtained during system tests at 82.0 "F (27.8 "C), 95.0 O F  (35.0 "C), 

115.0 "F (46.1 "C), 125.0 O F  (51.7 "C), and 135.0 OF (57.2 "C) ambient temperatures. 

The R410A data points came from the 82.0 "F (27.8 "C), 95.0 OF (35.0 "C), 115.0 OF 

(46.1 "C), 125.0 "F (51.7 "C), and 130.0 O F  (54.4 "C) tests using the original compressor, 

and the 150.0 "F (65.6 "C) and 155.0 "F (68.3 "C) tests using the custom-fabricated 

compressor. The inlet operating parameters included the air dry-bulb temperature, 

relative humidity, air volumetric flow rate, refrigerant inlet quality (based on refrigerant 

thermodynamic state at the TXV inlet), and refrigerant saturation temperature and 

superheat at the evaporator outlet. The program iterated inlet pressure and refrigerant 

mass flow rate to obtain the target conditions at the evaporator outlet. 

Tables 4.1 shows the refrigerant input parameters and simulation results for the R22 

evaporator, while Figures 4.5 and 4.6 graphically present evaporator total capacities and 

sensible heat ratios. For R22, the inlet quality ranged from 0.15 to 0.34, and the 

saturation temperature for different tests was between 48.7 "F (9.3 "C) and 53.9 "F 

(12.2 "C). These variations resulted in a capacity difference between different tests being 

as much as 30 %. EVAP5 underpredicted all measured capacities with three 

underpredictions being within the 3.7 96 and 4.7 96 range and two significantly larger 

47 



underpredictions of 7.4 % and 11.4 %. EVAPS overpredicted the sensible heat ratio by 

6.1 % to 10.7 %. 

. 

Table 4.2 shows the refrigerant input parameters and simulation results for the R410A 

evaporator, while Figures 4.7 and 4.8 graphically present evaporator total capacities and 

sensible heat ratios. For the seven R410A tests, the evaporator saturation temperature 

was between 50.5 O F  (10.3 "C) and 59.1 OF (15.1 "C), and the inlet quality ranged from 

2.0 % to 4.7 %. This range was greater for R410A than for R22. In general, a higher 

inlet quality for R410A than that for R22 was a result of a lower R410A critical 

temperature. The highest value of inlet quality came from the test at the 155.0 OF 

(68.3 "C) ambient temperature, to which the R22 system was not subjected. As a result 

of different operating conditions, evaporator capacities differed by as much as 46 %. 

Table 4.2 shows that EVAP5 predictions were more consistent with R410A than with 

R22. For tests with evaporator saturation temperatures up to 55.0 O F  (12.8 "C) (practical 

operation range), EVAPS underpredictions were approximately 4.5 % i 1.3 %. At higher 

saturation temperatures, evaporator total capacities were within 2.7 % of the tested value. 

As was the case with R22 predictions, the model overpredicted the sensible heat ratio for 

all tests by a similar percentage. 

EVAPS provides detail information on performance of individual tubes. Predictions of 

refrigerant superheat (or quality and temperature) for evaporator exit tubes are indicative 

of the correctness of this information. Tables 4.3 and 4.4 show exit temperatures, 

qualities, and refrigerant distribution for R22 and R410A evaporators. The tube number 
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identifiers used are consistent with Figure 4.4. The level of agreement in outlet 

temperatures between the tested and simulated values is better for the R22 evaporator 

than for the R410A evaporator due to the higher overall superheat set in the R22 

evaporator. (In an extreme case with an undercharged system, the refrigerant exit 

temperature approaches the air temperature). Considering the difficulty of predicting 

individual superheats, the simulated values can be considered as acceptable. 

A common aspect of R22 and R410A predictions is the underprediction of refrigerant 

superheat in tube 44. In EVAPS, this underprediction is caused by a lower air mass flow 

rate seen by tube 44 because this tube is located next to the side of the heat exchanger. It 

appears that in a real heat exchanger, heat transfer via fins between neighboring tubes 

provides a compensating effect. This heat transfer has been neglected in EVAPS and 

should be studied for proper implementation into the next version of the model. 

The observed capacity underpredictions for R22 and R410A evaporator were reasonably 

consistent, and improved prediction accuracy could be obtained by tuning the evaporator 

model farther. While accurate simulation of the evaporator is important, we should note 

that inaccurate predictions of evaporator capacity are “scaled down” when the evaporator 

model is incorporated into a model of an air conditioner. According to a simplified 

algorithm (Domanski, 1990), a 10 96 lower evaporator capacity will result in a 3.6 % 

lower cooling capacity of the system. This is due to the fact that the system will 

rebalance itself at different saturation temperatures in the evaporator and condenser when 

inaccurate heat exchanger predictions are generated. 
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Tube Test Simulation 
Number Refrigerant 

distribution 
(fraction) 

0.167 
0.168 
0.166 
0.169 
0.163 
0.166 

Outlet Outlet Outlet 
temperature temperature quality 

(“F) (“F) (fraction) 

12 
22 
34 
44 
56 
66 

63.3 74.5 1 .oo 
63.5 71.0 1 .oo 
62.5 63.1 1 .oo 
58.5 51.3 1 .oo 
60.6 63.2 1 .oo 
55.6 53.6 1 .oo 

4.3 Condenser Model COND5 

Tube Test 

4.3.1 Heat Transfer and Pressure Drop Correlations. 

Simulation 
Refrigerant 
distribution 
(fraction) 

0.167 
0.168 
0.166 
0.169 
0.163 
0.167 

Number 

12 
22 
34 
44 
56 
66 

C O W 5  uses the following correlations for calculating heat transfer and pressure drop. 

Outlet Outlet Outlet 
temperature temperature quality 

(OF) (“F) (fraction) 

70.2 70.7 1 .oo 
64.9 65.6 1 .oo 
71.3 55.8 1 .oo 
72.8 50.5 0.94 
69.8 60.4 1 .oo 
70.4 50.5 0.98 

Air Side 

0 

0 

heat-transfer coefficient for flat fins: Wang et al. (2000) 

heat-transfer coefficient for wavy fins: Wang et al. (1999a) 
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0 

0 

0 

heat-transfer coefficient for slit fins: Wang et al. (2001) 

heat-transfer coefficient for louver fins: Wang et al. (1999b) 

fin efficiency: Schmidt method, described in McQuiston et al., (1982) 

Refrigerant Side 

0 single-phase heat-transfer coefficient, smooth tube: McAdams, described in 

ASHRAE (2001) 

condensation heat-transfer coefficient, smooth tube: Shah (1979) 

condensation heat-transfer coefficient, rifled tube: Shah (1979) correlation with a 1.9 

enhancement multiplier suggested by Schlager et al. (1989) 

single-phase pressure drop, smooth tube: Petukhov (1970) 

0 

0 

0 

0 

0 

two-phase pressure drop, smooth tube: Lockhart and Martinelli (1949) 

two-phase pressure drop, rifled tube: Lockhart and Martinelli (1949) correlation for 

smooth tube with a 1.4 multiplier suggested by Schlager et al. (1989) 

We incorporated the correlation that accounts for a 0.5 % content of lubricant in the 

refrigerant. 

single-phase pressure drop, return bend, smooth tube: White, described in Schlichting 

(1 968) 

two-phase pressure drop, return bend, smooth tube: Chisholm, described in Bergles et 

al. (1981) 

The length of a return bend depends on the relative locations of the tubes connected 

by the bend. This length was accounted for in pressure drop calculations. 
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4.3.2 CONDS Validation 

To validate the condenser model, we applied condenser test data obtained during the same 

R22 and R410A system tests we used for EVAPS validation. The R22 and R410A 

condensers were identical heat exchangers. Copying from respective windows of the 

EVAP-COND interface, Figure 4.9 shows condenser key design parameters, and Figure 4.10 

shows a side-view schematic with the refrigerant circuit. As for the evaporator, the circles 

symbolize the tubes, the solid lines symbolize the returning bents on the near side, and the 

broken lines denote the returning bends on the far side. The refrigerant circuit had four 

branches merging into tube 25. The refrigerant entered the condenser via tubes 32,33,44, 

Figure 4.9 Design information for R22 and R410A condensers 
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Figure 4.10 Refrigerant circuitry design in R22 and R410A condensers 

and 45, and left via tube 52. The refrigerant circuit shown in Figure 4.10 (and simulated by 

COND5) is a modified version of the circuit implemented in the tested condensers. The 

difference is in the final tubes in that the actual condenser had tubes 51 and 52 placed in the 

first depth row extending the condenser to the right side of tube 26, and tube spaces in the 

second depth row were empty. (Figure 3.1 shows the actual refrigerant circuitry.) The 

current version of CONI35 cannot handle "non-existing" tubes so this circuitry simplification 

was necessary. Considering the large size (for cooling capacity) of this condenser and its low 

refrigerantlair approach temperature, we believe that our simplification of circuitry does not 

compromise CONDS simulation to a significant degree. 

The R22 data points were obtained during system tests at 82.0 "F (27.8 "C), 95.0 "F 

(35.OoC), 115.0 "F (46.1 "C), 125.0 "F (51.7 "C), and 135.0 "F (57.2 "C) ambient 

temperatures. The R410A data points came from the 82.0 "F (27.8 "C), 95.0 "F (35.0 "C), 

115.0 "F (46.1 "C), 125.0 "F (51.7 "C), and 130.0 "F (54.4 "C) tests using the original 

compressor and the 150.0 O F  (65.6 "C) and 155.0 "F (68.3 "C) tests using the custom- 

fabricated compressor. The condensers wavy fins were tightly spaced (22 fins per inch (9 

finskm)). Simulation input parameters included the air dry-bulb temperature, relative 

humidity, air volumetric flow rate, and refrigerant inlet temperature and pressure. 



Table 4.5 shows the input parameters and simulation results for the R22 condenser, while 

Figures 4.11 and 4.12 graphically present the condenser capacities and pressure drops at 

different ambient temperatures. We selected the ambient air temperature as the abscissa 

because it provides a common reference scale for R22 and R410A test points. CONDS 

predicted condenser capacities well, within 1.6 % of the measured values; however, 

underpredicted refrigerant pressure drops by 32.3 % to 55.7 5%. 

Table 4.6 shows the refrigerant input parameters and simulation results for the R410A 

condenser, while Figures 4.13 and 4.14 depict the condenser capacities and pressure drops. 

COND5 overpredicted capacities for all tests. The largest overprediction was 3.6 %. 

Pressure drop predictions were acceptable for the normal operating range (82.0 OF (27.8 "C) 

to 95.0 OF (35.0 "C) ambient temperature). At higher temperatures, these underpredictions 

increased to above 50 % when the condenser operated close and above the R410A critical 

pressure. 

While the reported capacity predictions were satisfactory, we have to note that these tests do 

not conclusively validate the condenser model because of the low approach temperature 

between the air and refrigerant during the condenser tests (maximum 6.9 OF (3.8 "C)). Since 

the tested condensers operated near a temperature pinch, additional tests with larger approach 

temperatures condensers would provide needed data to fully validate CONDS. 

58 



I I 
I I 

I 
I 



50000 
Test 

m Simulation - 48000 

46000 

44000 

42000 

40000 

38000 

36000 
t 

I I 
90.0 100.0 110.0 120.0 130.0 140.0 

Air dry-bulb temperature (OF)  

Figure 4.1 1 Tested and predicted capacities for R22 condenser 
25.0 

20.0 

15.0 

10.0 

5.0 

0.0 

Test 

80.0 90.0 100.0 110.0 120.0 130.0 140.0 

Alr dry-bulb temperature TF) 

Figure 4.12 Tested and predicted pressure drops for R22 condenser 
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Figure 4.14 Tested and predicted pressure drops for R410A condenser 
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4.4 EVAP-COND Simulation Package 

This project built on the ongoing effort at NIST to develop a simulation package for finned- 

tube evaporators and condensers called EVAP-COND. The beta version of EVAP-COND 

package is attached to this report. Version 1 of EVAP-COND is scheduled to be available 

for free download from htt~://~~~.bfrl.nist.~ov/863/refrir!.html in November 2002. 

At the outset of this project, the first version of the graphical user interface (GUI) was 

already developed and linked with the evaporator model, EVAPS, allowing evaporator 

simulations using two options for input data. The effort exerted under this project led to new 

capabilities for EVAP-COND. Some of the new features go beyond the scope of the current 

project and were implemented due to supplemental support from NIST and DOE. The major 

upgrades of EVAP-COND are: 

0 Implementation of a refrigerant selection option and implementation of ten 

refrigerants (ammonia, propane, carbon dioxide, R134a, R22, R32, R407C, R404A, 

R507A, R410A). 

0 Implementation of corrections parameters for air-side heat transfer coefficient, 

refrigerant heat transfer Coefficient, and refrigerant pressure drop. 

0 Implementation of REFPROP6-based refrigerant properties 

0 Implementation of six new input data options for simulation of the evaporator. (Total 

of eight options are available.) The new options include simulation of the evaporator 

in conjunction with the refrigerant distributor for improved simulation of refrigerant 

distribution. A nominal pressure drop in the distributor lines is assumed. 

0 Incorporation of the condenser simulation model CONDS, which simulation 

capabilities include: 
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- subcritical and supercritical operation 

- non-uniform air distribution 

- refrigerant distribution 

The scope of th~s project did not include development of a User's Manual. To facilitate the 

use of EVAP-COND, we prepared visual instruction pages in lieu of the manual. These 

pages are presented in Appendix D. 

4.5 Modeling of Air Conditioner 

4.5.1 Structure of Simulation Model 

We formulated a simulation model of a vapor-compression air conditioner equipped with a 

TXV as the expansion device to simulate the systems tested under this project. The model 

consists of the following models of system components: evaporator, suction line, compressor, 

discharge line, and condenser (see Figure 4.15). The liquid line is not modeled; the practical 

significance of this simplification is that heat transfer between the ambient and liquid line is 

not accounted for. Physical modeling of the TXV is substituted with the assumption of a 

constant refrigerant superheat at the evaporator outlet and a constant refrigerant subcooling at 

the condenser outlet. Our test data show that the later assumption is less rigorous then the 

assumption of a constant superheat, however, it appears to facilitate accurate performance 

predictions better than using other simulation constraints (e.g. refrigerant mass inventory). 

For the two R410A simulations that involved transcritical operation at the ambient 

temperatures of 150.0 OF (65.6 "C) and 155.0 O F  (68.3 "C) we used a constraint of specified 

approach temperature in place of a constant subcooling at the condenser outlet. 
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The condenser and evaporator models are those incorporated in the EVAP-COND package. 

The compressor is represented by a compressor map routine implementing a ten-term 

correlation described in ARI Standard 540 (ARI 1999). A correction is provided for a 

different than tested vapor superheat at the compressor inlet. The suction and discharge line 

model accounts for refrigerant pressure drop and heat transfer between the refrigerant and 

ambient. Most of the support routines have their origin in the NIST HPSlM simulation 

model (Domanski and Didion, 1983). They were either applied hrectly or modified. All 

refrigerant properties are calculated using REFPROP6 (McLinden et al., 1998) refrigerant 

property look-up tables. Having tested the program with REFPROPS (Gallagher et al., 1996) 

and REFPROP6, we saw no practical differences in predictions with R22 and visible 

differences with R410A. The formulated air conditioner model consists of 109 routines (93 

subroutines and 16 functions) with 90% of them supporting simulations of the evaporator and 

condenser. The total count of subroutines does not include neither the REFPROP6 code nor 

the visual interface routines. 

LIQUID LINE DISCHARGE LINE 

\ 

Q 
COMPRESSOR 

SUCTION LINE 

Figure 4.15 Component schematic of a tested air conditioner 
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4.5.2 Model Validation with R22 and R410A Air Conditioner Test Data 

We validated the AC model with the five R22 and seven R410A system test data we used for 

EVAP5 and COND5 validations. For R22, these test points were obtained at outdoor 

temperatures of 82.0 "F (27.8 "C), 95.0 OF (35.0 "C), 115.0 O F  (46.1 "C), 125.0 "F (5 1.7 "C), 

and 135.0 "F (57.2 "C). For R410A, the points taken at 82.0 "F (27.8 "C), 95.0 "F (35.0 "C), 

115.0 "F (46.1 "C), 125.0 "F (51.7 "C), and 130.0 "F (54.4 "C) were obtained with the 

original compressor, while the tests at 150.0 "F (65.6 "C) and 155.0 "F (68.3 "C) were 

obtained using a custom-fabricated compressor of similar characteristics but a different 

electric motor. We included the 150.0 O F  (65.6 "C) and 155.0 O F  (68.3 "C) conditions with 

the understanding that these tests cannot be accepted as rigorous validation points. 

When performing simulations at different operating conditions, we used as input the same 

evaporator superheat and condenser subcooling as it was measured during the 95.0 "F 

(35.0 "C) outdoor temperature test. This approach validates the adequacy of the assumption 

of constant superheat and subcooling for modeling TXV-equipped systems. All simulation 

runs were performed without making any adjustments to the simulation model beyond the 

adjustment for the evaporator air-side heat transfer coefficient discussed in chapter 4.2.2. 

Tables 4.7 presents selected validation results for the R22 system. Figures 4.16 and 4.17 

graphically present capacities and EERs at different operating conditions. The model 

predicted capacities within 1.9 % for all tests except the test at 135.0 "F (57.2 "C), where the 

simulated and tested capacities differed by 6.3 %. EER at the 135.0 OF (57.2 "C) test point 

also has the largest prediction error of 7.8 %. Other EERs are predicted within 5.1 %. We 

may note that assuming a constant evaporator superheat and condenser subcooling is not 
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responsible for the highest prediction error at the 135.0 O F  (57.2 "C) outdoor temperature; a 

simulation run performed with the tested values of superheat and subcooling yielded a 

capacity that was within 100 Btu/h and EER that was within 0.1 of the simulated values 

reported in Table 4.7. 

Table 4.8 presents validation results for the R410A system, and Figures 4.18 and 4.19 

compare tested and simulated capacities and EERs, respectively. While predictions are very 

good for the low-end ambient temperatures (1 15.0 OF (46.1 "C) and lower), their accuracy 

tends to deteriorate when the ambient temperature is above 115.0 OF (46.1 "C), as this also 

was the case with the R22 system. We can connect this trend with improper predictions of 

refrigerant mass flow rate. Figure 4.19 displays this disparity for the R410A system; a 

similar disparity took place for the R22 system as well. Since validations of EVAP5 and 

CONDS did not show significant disparity between simulation and test results, detailed 

examination of the compressor performance and its representation in our system model is 

merited in the future. At this point it can be speculated that the increase in refrigerant mass 

flow simulated by compressor map correlations was in response to a higher suction pressure 

(and higher density of the suction vapor), which dominated the effect of the lower 

compressor volumetric efficiency at an increased compressor pressure ratio. The difference 

between compressor map correlations and a real system is that compressor map tests were 

performed at 90.0 O F  (32.2 "C), while during system tests the compressor was exposed to the 

ambient temperature. At high ambient temperatures heat transfer from the compressor to the 

ambient was inhibited, which may have resulted in significant internal heat transfer and large 

refrigerant superheat at the suction valve and led to a decrease in refrigerant mass flow rate 

as compared to compressor map predictions. 
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Figure 4.16 Tested and predicted capacities of R22 air conditioner 
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Figure 4.17 Tested and predicted EERs of R22 air conditioner 
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Figure 4.19 Tested and predicted EERs of R4 10A air conditioner 
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Figure 4.20 Tested and predicted refrigerant mass flow rates for R410A air conditioner 

4.5.3 Simulations of R22, R410A, R134a, and R404A systems. 

Comparison simulations for R22, R410A, R134a, and R404A systems covered the 82.0 O F  to 

135.0 O F  (27.8 "C to 57.2 "C) outdoor temperature range. Each system employed the same heat 

exchangers as those used in the tested R22 and R410A systems. Refrigerant superheat at the 

evaporator outlet and subcooling at the condenser outlet were 9 O F  (5 "C) for each simulation 

run. The isentropic efficiency of each compressor was the same as that of the R410A compressor 

for given suction and discharge saturation temperatures. R22, R404A, and R134a compressors 

had an adjusted volumetric capacity so each system could deliver the same capacity as the 

R410A system at the 95.0 "F (35.0 "C) test condition. 
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Table 4.9 and Figures 4.21 and 4.22 present absolute results of simulations, while Figures 4.23 

and 4.24 present capacities and EERs relative to those for the R22 system. For all systems, 

capacity displayed a nearly linear dependence on the ambient temperature with R404A having 

the highest capacity degradation and R22 having the lowest. Regarding efficiency, R410A 

showed the highest EER at all outdoor temperatures closely followed by R22. These results 

agree with the findings obtained in the laboratory. R134a was the least efficient fluid at 82.0 OF 

(27.8 "C) and 95.0 OF (35.0 "C) outdoor temperatures. 

The obtained results were affected by a combination of thermophysical refrigerant properties and 

intangible aspects of system design that would fit these properties better for one refrigerant than 

the other. We may note that for typical operating conditions, theoretical calculations using 

thermodynamic properties alone would indicate R134a as the most efficient refrigerant, closely 

followed by R22, and indicating R410A and R404A as the least efficient refrigerants. However, 

in the studied system, R134a experienced excessive pressure drop in the heat exchangers, 

particularly in the evaporator, which resulted in the lowest efficiency. On the other hand it 

appeared that the circuitry design in the heat exchangers suited well R410A, which had the best 

overall performance. 

Table 4.10 presents selected refrigerant parameters to help to explain the refrigerants' 

performance in our simulations. For a simplified analysis we may state that a low critical 

temperature and high molar heat capacity promote high efficiency in a vapor compression cycle. 

This disadvantages R404A, which has low critical temperature and high molar heat capacity. For 

R134a, a corollary of its high critical temperature is its low volumetric capacity. Since R134a 
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volumetric flow rate had to be increased to obtain the target capacity of the R410A system at the 

95.0 OF (35.0 "C) rating point, excessive pressure drop occurred in the unmodified R134a heat 

exchangers. These results emphasize the importance of heat exchanger optimization for 

efficiency improvement of the system. 
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Figure 4.21 Simulated capacities of R22, R410A, R134a, and R404A air conditioners 
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CHAPTER 5. CONCLUSIONS AND SUGGESTIONS FOR FUTURE WORK 

5.1 Experimental Work 

R22 and R410A split air-conditioning systems were tested and compared as outdoor temperature 

ranged from 82.0 O F  (27.8 "C) to 130 OF (54.4 "C). The R410A system tests were extended to 

155.0 O F  (68.3 "C) ambient temperature with a customized compressor. When outdoor 

temperature increased, the R410A system performance degraded more than the R22 system 

performance. While capacities of both systems were approximately equal at the 95.0OF 

(35.0 "C) rating point, at the 130.0 OF (54.4 "C) outdoor temperature the R410A capacity was 

9 % below that of R22. For the same test points, the R410A EER (COP) was 4 % and 15 % 

lower than the R22 EER (COP), respectively. The degradation trend was linear. Since both 

systems employed identical heat exchangers and similar design (scroli) compressors, the 

refrigerant and lubricant used in each system had the dominant effect on the measured results. 

Operation of the R410A system was stable during all tests, including those with the customized 

compressors extending up to the 155.0 O F  (68.3 "C) outdoor temperature and resulting in a 

supercritical condition at the condenser inlet. 

It is evident that the TXV in combination with the large 13 SEER condenser in the current 

systems were able to maintain subcooled refrigerant at the inlet of the expansion valve. The 

TXV regulated refrigerant flowrate to prevent flooding the evaporator at the increased ambient 

temperatures, and the large outdoor condenser was able to subcool the refrigerant. In 

combination these factors prevented the rapid decline in performance reported by Wells et. al 

(1999) and predicted by some simulations. 
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The R410A system with compressor #2 completed tests where the compressor discharge pressure 

was above the critical point. Tests at an outdoor temperature of 150.0 O F  (65.6 "C), 152.0 "F 

(66.7 "C), and 155.0 O F  (68.3 "C) produced compressor discharge conditions above critical. No 

noticeable changes in noise level or operation of the system was noted. The condenser was able 

to condense the supercritical vapor and provide subcooling at the TXV inlet. The subcooled 

liquid at the TXV inlet was the main factor contributing to the stability of the system. A loss of 

subcooling, due either above critical outlet pressure or incomplete condensation, could have 

caused mass flow surging and "hunting" of the TXV. 

As an additional task, it would be of interest to test the same R22 and R410A system with TXVs 

replaced by short tube restrictors. The fixed area expansion device would not prevent flooding 

of the evaporator. Also, a combination of a smaller area outdoor condensing unit would produce 

the worst case of two-phase flow in the liquid line. The current evaporator could be fitted with a 

short tube restrictor and tested with the current R410A condensing unit at the high outdoor 

temperatures seen during these tests (up to at least 155.0 OF (68.3 "C)). Then a smaller outdoor 

condensing unit could be installed while keeping the same evaporator and short tube restrictor. 

Modeling could be carried out in parallel to determine how well the current software could be 

adapted for a fixed area expansion device and near critical conditions. 

5.2 Simulation Work 

This project provided a thrust for the final stage of preparing a beta version of EVAP-COND, a 

windows-based simulation package for predicting performance of finned- tube evaporators and 

condenser. Both the evaporator and condenser models can account for one-dimensional non- 



uniform air distributions and interaction between the air and refrigerant Istributions. The visual 

interface helps with specifying tube-by-tube refrigerant circuitry and analyzing detailed 

simulation results on a tube-by-tube basis. Ten refrigerant and refrigerant mixtures are available 

in EVAP-COND. The package is compatible with REFPROP6 (McLinden et al., 1998), hence 

any refrigerant and refrigerant mixture covered by the REFPROP6 can included. The condenser 

and evaporator models were validated with the R22 and R410A test data showing good and 

consistent predictions. The validation effort showed the importance of proper representation of 

the air-side heat transfer and the inadequacy of the currently available correlations. 

In the second phase of the modeling effort, we formulated a model for a TXV-equipped air 

conditioner to simulate system performance for R22, R410A, R404A, and R134a. The model 

uses the EVAP-COND evaporator and condenser model, and simulates the compressor using a 

compressor map algorithm. The same as for EVAP-COND, the air conditioner model is 

REFPROP6-compatible and technically can be used to simulate any refrigerant and refrigerant 

mixture that is covered by REPFROP6. We validated the system model and performed 

simulations for the four refrigerants for the 82.0 "F to 135.0 O F  (27.8 "C to 57.2 "C) outdoor 

temperature range using the same heat exchangers as those tested with R22 and R410A. In 

general, the simulations results are consistent with the test results obtained for R22 and R410A 

and can be explained in terms of refrigerant thermophysical properties and their impact on 

performance in a system with non-optimized heat exchangers. 

During the development stage of EVAP-COND, we received requests or suggestions for future 

work from persons who offered to test it. The suggested items for the future work included: 
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- capability to incorporate new or proprietary air-side and refrigerant side heat transfer 

correlations by the user of the program 

extension of the evaporator model to the frosting region to allow simulations of 

evaporators used in heat pumps and commercial refrigeration 

capability to accommodate "non-existing tubes" (empty spaces in the heat exchanger 

assembly) 

new option for condenser simulation where the outlet subcooling is specified in addition 

to inlet parameters (The program would iterate the refrigerant mass flow rate that would 

satisfy the input constraints) 

capability to perform sequential simulation runs. 

- 

- 

- 

- 

Additional validations of the evaporator and condenser models would be highly desirable. The 

additional validations should include different designs, air volumetric flow rates, and tube 

diameters. We have to recognize that the condenser validation we performed might not be 

conclusive since the tested condenser had a low approach temperature, and in such situations all 

simulation models can predict capacity well because of the prediction limit imposed by a pinch 

point. 

The developed simulation model for a TXV-equipped air conditioner can be extended to other 

expansion devices. Further, the EVAP-COND interface could be utilized as a starting point for a 

complete window-based heat pump simulation model. 



APPENDIX A. SUMMARY OF TEST RESULTS FOR R22 SYSTEM 

Summary sheets were generated automatically after each test. For all tests a Coriolis meter was 

placed in the discharge line to measure mass flowrate in addition to the liquid line Coriolis meter. 

This redundant measurement was not used for all tests; therefore, the mass flow listed in the 

summary sheets for the dischargk should be ignored. 

A001205a 
A001208a 
A00 12 12a 

Table A.l lists the tests performed with the original R22 compressor and the corresponding 

outdoor dry-bulb temperatures. 

81.8 
81.7 
135.0 

Table A. 1 R22 svstem tests 
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A001 2 13x 
A001214a 

115.0 
134.8 

A00 1 2 1 8b 
A010 105 
A010108a 

115.1 
95.1 
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AOlOl loa 
AOlOl 1 la  

125.4 
81.9 

AOlOl 17b 
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134.5 
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APPENDIX B. SUMMARY OF TEST RESULTS FOR R410A SYSTEM 

Summary sheets were generated automatically after each test. For all tests a Coriolis meter was 

placed in the discharge line to measure mass flowrate in addition to the liquid line Coriolis meter. 

This redundant measurement was not used for all tests; therefore, the mass flow listed in the 

summary sheets for the discharge should be ignored. 

BO 10328a 
B010329x 
BO 10329b 

B.l R410A System With Original Compressor 

95.0 
125.5 
125.4 

Table B.l lists the tests performed with the original R410A compressor and the corresponding 

B010330k 
B010331x 

outdoor dry-bulb temperatures. 

82.1 
115.4 

Table B. 1 R4 10A tests with comuressor #1 

B010402a 
BO 10403a 
BO1 0410a 

Filename I Outdoor Temperature (“F) 
B010320a I 95.1 

129.8 
125.0 
114.9 

B010425x 129.9 
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B.2 R4 10A System With Custom-Fabricated Compressor 

Table B.2 lists the tests performed with the custom-fabricated R410A compressor and the 

corresponding outdoor dry-bulb temperatures. 

CO 107 12C 
C0107 13B 
C0107 17A 

Table B.2 R410A tests with compressor #2 
1 Filename 1 Outdoor TemDerature (OF) I 

129.8 
94.6 
139.4 

CO 107 18A 
C010719A * 
C010723A 

115.2 
150.0 
95.1 

C010723C * 

*Compressor operated above the critical point at its discharge 

152.2 

1 04 

C010723D * 155.4 , 
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APPENDIX C. CAPACITY AND EER UNCERTAINTY 

Table C.l gives an example of the error associated with EER and air-side capacity for several 

tests. A high capacity and a low capacity test were selected. Uncertainty values for capacity and 

EER for all tests are bounded by these values. A complete examination of error propagation for 

systems tested according to ASHRAE Standard 37-1988 may be found in Payne and Domanski 

(2001). 

R22 
A0101 11a.dat 

R4 1 OA 
C010723d.dat 

Table C. 1. Measurement uncertainty 
I I I I Percent I 

Limit on the Mean 
EER 18.29 f 0.65 Btu/Wh 3.5 

Capacity 40200 f 1171 Btuh 2.9 
EER 3.61 f 0.20 B t W h  5.4 

Capacity 22699 f 1142 Btuh 5.0 

Filename Value I Uncertainty at a 
95 % Confidence 
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APPENDIX D. EVAP-COND INSTRUCTION PAGES 

The attached pages contain EVAP-COND instructions prepared to facilitate the use of the 

EVAP-COND package. 
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